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Official copies of these procedures are maintained at this website. 
Before using a printed copy, verify that it is the most current 

version by checking the document issue date on this website.  Signed 
copies of these official procedures are maintained at the Training Office. 
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7.1.3.a  Initial Valve Tables 
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Valve Tables 
 

 
 INITIAL VALVE CONFIGURATION 
 
 
 

Valve # Position Description  P&ID Location 
 

N2514M CLOSED F2508 Bypass C2 
N2516M CLOSED Discharge  C2 
E2504M CLOSED OS2525 Drain B4 

 
N2515M OPEN  F2508 Isolation C2 
N2517M OPEN  PI2522 Isolation D2 
E2506M OPEN  Misc.   C3 
E2507M OPEN  Misc.   B2 
E2512M OPEN  Misc.   C2 
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